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MEDICAL GAS and  
VACUUM PIPING SYSTEM TESTS 
INSPECTION and CERTIFICATION 

 
 

Job Description:              
 
Project Address:             
 
Building Permit Number:             
 
Tenant / Owner:              
 
 

SYSTEM CERTIFICATION 
 

In addition to the inspections required by 2010 California Plumbing Code, Section 1327.0, the 
owner or the engineer or architect of record acting as the owner’s agent shall employ a qualified 
independent third party verifier technically competent and experienced in the field of 
medical gas and vacuum system verification, and who shall meet the requirements of  
ASSE 6030, Medical Gas Verifiers Professional Qualifications Standard. 
 
Qualified Independent Third Party Verifier: 
 
3rd Party Verifier:          
 Company Name 
 
           
 Contact Person / Title 
 
Address:           
  Street Address       Suite 
   
                 
  City        State      Zip 
 
Telephone Number:      
 
 
 
Note: Further clarification of the medical gas and vacuum requirements are contained in    

the NFPA 99 & 99C – 2005, which has been adopted by reference through Chapter 
13 and Table 14-1 of the 2010 California Plumbing Code. 

 



 

gases; 

Before a final inspection has been performed and a Certificate of Occupancy can be issued, an 
independent third party verification agency shall submit a final signed report stating that the 
certification tests have been verified and attested to by the certification agency, and that the work 
is in conformance with the approved plans, specifications, and workmanship provisions of 
Chapter 13 of the 2010 California Plumbing Code “Health Care Facilities and Medical Gas & 
Vacuum Piping Systems.” The report shall include at least the specific items mentioned in 
Section 1328.2 and shall be delivered to the administrative authority prior to acceptance of the 
system. 
 
1328.2 Certification tests, verified and attested to by the certification agency, shall 

include the following: 
1328.2.1 Verifying compliance with the installation requirements; 
1328.2.2 Testing and checking for leakage, correct zoning, and identification of control   
 valves; 
1328.2.3 Checking for identification and labeling of pipelines, station outlets, and control  
 valves; 
1328.2.4 Testing for cross-connection, flow rate, system pressure drop, and system  
 performance; 
1328.2.5 Functional testing of pressure relief valves and safety valves; 
1328.2.6 Functional testing of all sources of supply; 
1328.2.7 Functional testing of alarm systems, including accuracy of system components; 
1328.2.8 Purge flushing of system and filling with specific source gas; 
1328.2.9 Testing for purity and cleanliness of source 
1328.2.10 Testing for specific gas identity at each station outlet. 
 
 
Prepared By:             
 Owner, Engineer or Architect of Record Signature Date 
 
 
Telephone #:             
 Print Name 
 
 
 
Reviewed By:           
                            Building Safety Division / Title    Date 
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